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Abstract—Grid-connected converters, when subject to grid
fault conditions, should stay connected and support the network
voltage via reactive power injection. The fulfilment of this
requirement strongly depends on the dynamics and stability
of the converter control system. It can be shown that local
static instability, and the consequent local dynamic instability
can be avoided if the grid impedance during the fault is
known. This paper proposes a novel method to identify the grid
impedance during the fault by using the grid fault disturbance
as an identification pulse. The proposed identification method
is implemented in a proof-of-concept detailed simulation model,
and verified with experimental results.
NOMENCLATURE
Z The line impedance (= R+ jXL).
ω Frame angular velocity.
ωc The current control reference frame angular velocity.
ωI Angular velocity of current space phasor relative to ω.
ωsyn Synchronous frame angular velocity.
X̂ The magnitude of generic phasor ~X.
~IWP Wind Park injected current phasor.
~VG Grid voltage phasor.
~VWP Wind Park connection voltage phasor.
|x| Space vector magnitude of x.
ir Wind Park rotating frame grid current space vector.
iWP Wind Park stationary frame grid current space vector.
vGr Rotating frame grid voltage space vector.
vG Stationary frame grid voltage space vector.
vr Wind Park rotating frame voltage space vector.
vWP Wind Park stationary frame voltage space vector.
ϕI Grid current phasor angle.
ϕZ Line impedance angle = tan−1 XLR .
Ia Real (active) component of the phasor grid current.
IR Reactive component of the phasor grid current trans-
formed to −ϕZ axis.
Ir Reactive component of the phasor grid current.
L Line inductance.
R Line resistance.
xd,qr d or q component of generic space vector x in a rotating
reference frame.
PLL Phase Locked Loop.
PR Proportional Resonant.
SRF-PLL Synchronous Reference Frame PLL.
WP Wind Park.
I. INTRODUCTION
The majority of renewables are interfaced to the grid using
a grid-following current-controlled converter. Under normal
operating conditions these converters would be feeding max-
imum power into the grid – i.e. the injected current is in-
phase, or near in-phase with the voltage at the converter grid
connection point. The current injection level is determined
by the power available, the power commands, and the grid
impedance at the connection point such that the connection is
statically stable.
However, under fault conditions (and also weak grid condi-
tions), there is a risk of the converter grid connection becoming
statically unstable. This static instability can also lead to
dynamic instability via a feedback process through the Phase-
Locked Loop (PLL) in the converter control system [1]–[5].
In order to understand why knowledge of the grid imped-
ance can assist with maintaining stability at the converter
connection, a brief review of how static instability occurs
will be presented. Consider Fig. 1, which is an approximate
equivalent circuit of a Wind Park (WP) (or a Solar Park)
connected to the grid through a complex line impedance of
Z[Ω]. It is assumed that the WP can be aggregated together
and represented by a single converter system interface.
Applying KVL in steady state phasor form to Fig. 1, one
can write
~VG = V̂WP −~IWPZ (1)
assuming that the ~VWP phasor is the reference phasor. For
the sake of this explanation assume that ~IWP = ÎWPe−jπ/2 –
i.e. the WP is injecting purely reactive current to support the
grid. This is the situation required by most grid codes when
a fault occurs. Furthermore, assume that Z = Ẑejπ/4 – i.e.
the line impedance has an X/R ratio of 1. The grid voltage
magnitude, V̂G, and its frequency are assumed to be constant.
The solution to (1) is shown graphically in Fig. 2 for different
magnitudes of injected current. Note that the magnitude of
~VG is fixed and the angle of the injected current is fixed,
which means that the magnitude of ~VWP has to change to
allow (1) to be satisfied. As ÎWP increases (through points 1, 2
and 3), the ∠~VG changes with respect to the ~VWP reference.
If ÎWP is increased at Point 3 there can be no solution to
the equations if the frequency remains the same. A constant
Fig. 1: Single line diagram of a Wind Park connected to the
grid.
frequency solution means that the resultant ~VG vector either
has to increase in magnitude, or the angle of the current has
to change, both of which violate the initial assumptions. This
is the point of static instability. Note that Point 4 is still a
statically unstable solution even if the angle of the current
vector is allowed to change.
If there is a fault that results to V̂G collapsing to a small
value, and if ÎWP remains unchanged, then one can see that
∠~VG − ∠~VWP can easily be greater than 90◦. Therefore,
instability can be triggered by a collapse in V̂G , increases in
ÎWP, changes to ∠~IWP, and high grid impedances (i.e. very
weak connections).
The frequency changes in the converter grid voltage ~VWP
associated with the onset of instability cause the control system
PLLs to shift their frequency, which in-turn feeds back into
the control. This feedback loop is one of the primary reasons
for the loss of synchronisation of the inverter control system.
Considerable research has been undertaken to understand the
dynamics of, and to try and alleviate this loss of synchronism
after static instability occurs [1]–[3], [6]. However, it can be
logically concluded that if static instability is avoided then
such synchronisation issues will not occur.
It is well known [7] that the critical static instability injected
current when ∠~IWP = −π/2 rad is
ÎWP =
V̂G
R
. (2)
Therefore if ÎWP > V̂GR then the system will be statically
unstable. To know this limit, obviously one needs to know the
grid voltage and the line resistance R. It can be shown that
the current limit for the more general case is [7]
IRmax =
V̂G
Ẑ
(3)
where IR = Ir cosϕZ − Ia sinϕZ and
Ia , the active or real current
Ir , the reactive or imaginary current
ϕZ , the line impedance angle = arctan
XL
R
Remark 1. Equation (3) indicates that the limit for instability
is again dependent on the magnitude of the grid voltage and
the line impedance. n
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Fig. 2: Vector diagram for the WP connection case describing
the static stability and instability.
Remark 2. In (3) if V̂G = 0 then the current level where the
system is statically unstable is zero Amps. However, it can
be shown that if ϕI = −ϕZ there is no limit to the injected
current magnitude. This condition means that IrIa = −
XL
R . So
even under this condition, knowledge of Z is important in
order to ensure stability. n
Remark 3. V̂G is an unknown quantity in both (2) and (3).
However, if Z is known then this together with the injected
current and the connection point voltage allows ~VG to be
determined. n
We have now established that knowledge of Z is essen-
tial for calculating the value of injected currents to avoid
instability. The expressions apply generally, under both normal
operation as well as fault conditions.
In general the grid impedance during a fault will be different
to the impedance before the fault and post fault. Furthermore,
the grid codes require a response within 10 to 20 msec, which
means that the grid impedance has to be identified within this
period so that an appropriate control to simultaneously satisfy
the grid codes, and ensure connection point stability, can be
applied.
In the next section a new technique to identify the line
impedance during the fault condition will be developed. The
fault type being considered in this paper is a three phase fault,
since single phase faults often don’t create a severe enough
dip in the positive sequence component of the grid voltage to
cause static instability.
II. THE METHOD
There are a multitude of techniques in the literature for
determining grid impedance (some of which are [8]–[11]).
Many of these methods involve sophisticated signal processing
techniques designed to accurately determine slowly varying
grid impedances under normal operation, and are not suitable
for rapidly estimating the grid impedance when a fault occurs.
The technique developed below is loosely based on the two
point method [8]. This method is usually implemented under
steady-state conditions. From (1) we can write
~IWP =
~VWP − ~VG
Z
. (4)
If two time separated samples of both the ~IWP and ~VWP
phasors are taken one can write
~IWP1Z = ~VWP1 − ~VG (5)
~IWP2Z = ~VWP2 − ~VG (6)
which can be subtracted from each other and rearranged to
give
Z =
~VWP1 − ~VWP2
~IWP1 −~IWP2
. (7)
To ensure that ~IWP1 − ~IWP2 6= 0, a test pulse is injected
between the two sample instants. Clearly there are issues with
this technique, namely
• the network has to be substantially perturbed with a test
pulse;
• there is a lack of precision with respect to when the
system is in steady state after the test pulse injection so
that the second sample can be taken;
• the steady state assumption implies that the technique is
not suitable for rapid impedance estimation.
The technique does rely on the assumption that the grid voltage
does not change for each of the samples, allowing it to be
eliminated by the subtraction.
The basic idea behind the method presented in this paper
is to use the fault grid voltage step change as the excitation
pulse to identify the grid impedance. It does not rely on a
user input test pulse and it is required to work under dynamic
conditions. By expressing the space-vector equivalent equation
in a stationary-reference frame, (1) can be written as
vWP = L
diWP
dt
+RiWP + vG. (8)
If this expression is manipulated into a reference frame rotat-
ing at an angular velocity of ω rad/sec, it becomes
vr = Rir + L
dir
dt
+ jωLir + vGr. (9)
Let us consider the dirdt term in this equation, which can be
written as
L
dir
dt
= L
d
dt
(
|ir|ejϕI
)
= L
(
|ir|ejϕI j
dϕI
dt
+ ejϕI
d
dt
|ir|
)
. (10)
Assuming that the converter current controller can maintain a
constant current magnitude over the duration of the sampling
period then it is reasonable to consider that ddt |ir| = 0 which
allows (9) to be written as
vr = Rir + j(ωI + ω)Lir + vGr (11)
where ωI is the angular velocity of the current vector relative
to the synchronously rotating frame.
There are a variety of frames that could be chosen for
this expression. For example, an obvious reference frame is
the current control frame which is aligned with the vWP
space vector. However, under fault conditions, the vWP vector
can be rotating at a variable angular velocity. This fact has
implications on the vGr samples in this frame – it will have
different values between the two samples. Therefore, the grid
voltage will not be eliminated by differencing. A constant
angular velocity synchronous reference frame with an angular
velocity of ω = ωsyn implies that the samples of the vGr
vector will be the same for the two samples (under the previous
assumption that the grid voltage is constant during the fault).
The key to understanding how the algorithm works is to
consider what is happening to the reference frames.
Prior to the fault, the control reference frame is aligned with
the vr vector. When the fault occurs, the vr vector effectively
jumps to a different position to dynamically satisfy KVL. In
the meantime, the current vector is still in the previous position
because the PLL that generates the control reference frame is
designed to have a bandwidth that prevents rapid following
of the voltage vector jump. However, over time, the action of
the PLL causes the control reference frame to move towards
the voltage vector. This in-turn means that the current vector
is moving with respect to the pre-fault ωsyn reference frame.
The relative angular velocity of the current vector with respect
to ωsyn is ωI rad/sec. If the vr is changing angular velocity
as well, then this will have different values over time relative
to the ωsyn reference frame. It is these differences, caused by
the fault, that provide the excitation to allow the parameters
to be calculated.
Remark 4. Clearly the bandwidth of the current control PLL
is an important factor in the operation of the algorithm. If to
slow then there will not be enough difference in the samples
of the current, and if too high then phase noise will affect the
accuracy of the samples.
Another important factor with respect to accuracy is the
time between the samples. If the sample interval is small then
the inevitable “derivative” noise introduced will be too high.
The maximum sample interval time is constrained by the grid
code response time. n
Let ωc be the angular velocity of the control reference frame
pre-fault, which means ωc = ωsyn and ωI = ωc − ωsyn = 0.
During the fault, the control frame is trying to realign with
the new position of vr, and therefore ωI = ωc − ωsyn.
Consequently, (11) becomes
vr = Rir + j(ωc − ωsyn + ωsyn)Lir + vGr (12)
∴ vr = Rir + jωcLir + vGr. (13)
If (13) is expanded into dq form, and two samples of the
dq quantities are subtracted (similar to the steady-state form
of the two point method), then the following equations can be
obtained
vdr1 − vdr2 = R(idr1 − idr2) + L(ωc2iqr2 − ωc1iqr1), (14)
vqr1 − vqr2 = R(iqr1 − iqr2) + L(ωc1idr1 − ωc2idr2) (15)
which can be solved simultaneously to give the expressions
for R and L as
L =
∆vqr∆idr −∆vdr∆iqr
A−B (16)
R =
∆vdr − L(ωc2iqr2 − ωc1iqr1)
∆idr
(17)
where
1, 2 , the sample number
∆vdr = vdr1 − vdr2; ∆vqr = vqr1 − vqr2
∆idr = idr1 − idr2; ∆iqr = iqr1 − iqr2
A = ωc1(idr1∆idr + iqr1∆iqr)
B = ωc2(idr2∆idr + iqr2∆iqr)
ωc1,2 , samples of ωc (the PLL freq).
III. SIMULATION RESULTS
A. Ideal Model
As an initial test of the concept, an ideal Modelica
SystemModelerr simulation was written. This simulation
modeled the inverter as an ideal current source. The parameters
used were those for the real wind park case from [3], with
R = 0.00220935Ω and L = 56.67µH which corresponds
to Ẑ = 0.21pu and X/R = 8. The sampling interval was
10 msec, the first sample occurred at 1 sec, and the voltage
dip was down to 0.0258pu (which is on the edge of static
instability). The results of this simulation appear in Figs. 3 and
4. The voltage dip in Fig. 3a is a deep one. Fig. 3b shows the
reference and actual currents viewed from the control, voltage
and synchronous estimation reference frames. In Fig. 3b the id
and iq currents are measured relative to the true (i.e. aligned
with the actual voltage vector) reference frame. The idsyn and
iqsyn currents are measured relative to the constant angular
velocity synchronous reference frame, and irefd and i
ref
q are
the reference currents relative to the controller reference frame.
Fig. 4a shows the change of the frame angles with the onset of
the fault. Finally, Fig. 4b shows the parameter estimates. The
relative estimation errors are Rerr = 0.06% and Lerr = 0.1%.
Whilst this is an ideal simulation, and a particularly good case,
it nevertheless shows the potential of the technique.
B. Detailed Switching Model
To further verify the proposed impedance identification
method, a detailed switching model was developed for the
system, implemented in MATLAB’s Simulink together with
the PLECS Blockset. It uses a two-level, three-phase converter
with an output LCL filter to replace the WP shown in Fig. 1.
The converter is implemented as a grid-following converter
where an SRF-PLL is used to extract the phase information
of the voltage at the point of connection, and a PR current
regulator is used to track the dq-axes reference currents as
System Parameters Value
Rated Power 7.35 kVA
Nominal grid voltage (l-l, rms) 400 V
dc-link voltage 730 V
Nominal frequency 50 Hz
Switching/sampling frequency 10 kHz
Converter-side inductor L1 0.072 pu
Grid-side inductor L2 0.043 pu
Filter capacitor Cf 0.068 pu
Grid impedance Z 0.028 +0.2j pu
Proportional gain of SRF-PLL 101.8
Integral gain of SRF-PLL 5184
Proportional gain of current controller 10
Resonant gain of current controller 1000
Fault and pre-fault current magnitude 1 pu
Table I: Parameters of the network, filter, and control of Figure
5.
shown in Fig. 5. The key parameters of the system are listed
in Table I. It should be noted that the per unit quantities of
the grid impedance are equivalent to R = 0.6Ω, L = 14.3mH
which corresponds to Ẑ = 0.2pu and X/R = 7.5. This is
similar to the parameters used for the idealised simulation
results but implemented for a down-scaled setup which is to
be experimentally validated in the following section.
A severe fault where the V̂G drops to 0.05pu is studied
with the grid-tied converter injecting 1pu active current both
before and during the fault. This represents a scenario where
the converter is operating in the unstable region defined by
the static limitations of the network. The simulation result for
this case is shown in Fig. 6a where the reference currents,
the actual currents relative to the true reference frame, and
the injected currents in the orientation of the slowly varying
reference frame are shown, all in dq quantities. The identified
impedance and the three-phase voltages at the WP connection
point appear on the bottom two plots in Fig. 6a. Even with
the unstable characteristics of the system when the fault
occurs, the identified resistance and inductance are 0.561Ω
and 14.38mH, with a relative error of −6.5% and −0.56%,
respectively. Since the system is statically unstable during the
fault, i.e. the PLL frequency is drifting during the fault, and the
d-axis current measured from the synchronous slowly varying
PLL (idsyn) can be seen to increase its operating frequency.
This occurs as the synchronous PLL remains at 50 Hz whereas
the frequency of the injected current drifts away from 50 Hz,
dictated by the frequency of the control PLL.
Performing the same study but with current injection as
required by most grid codes (Fig. 6b), the relative identific-
ation errors are −1.33% and 2.23% for the resistance and
inductance, respectively. Once again, as was seen in Fig. 6a,
accurate identification of the line parameters was achieved,
even though loss of synchronisation and transient instability
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(b) Parameter estimates R̂ = 0.00234143Ω and L̂ = 59.6059µH.
Fig. 4: Ideal simulation results for id = 0kA and iq = −46.67kA (i.e. −90◦), Dip V̂G = 0.0258pu.
Fig. 5: Detailed view of the converter control, filtering, and
structure used for the simulation.
occurs during the fault. For the simulations, the sampling
interval was 10 ms and the first sample was taken 10 ms
into the fault. When comparing the results from the detailed
model with ideal simulation, the waveforms contain much
higher order dynamics from parasitic elements not included
in the ideal simulation. These result in transients when the
grid voltage drops. However, with the slow synchronous PLL,
sufficient change in the currents after the transients are enough
to establish an accurate estimate.
Accordingly, even when switching harmonics, current con-
troller dynamics and controller delays are included, the pro-
posed method enables reasonable accurate Z estimates, which
can be used in for control strategies during severe faults.
Remark 5. It should be noted that the two case studies
presented in Fig. 6 are both statically unstable during the
fault. No attempt has been made to alter the control so that
the instability is avoided. These simulations show that the
(a) Identification of grid impedance during active current injection. R̂ = 0.561Ω
and L̂ = 14.38mH.
(b) Identification of grid impedance during current injection based on the grid code.
R̂ = 0.608Ω and L̂ = 13.98mH.
Fig. 6: Test results obtained from the detailed simulation model. V̂G = 0.05 pu during the fault.
identification method is dependent only on the circuit topology,
and does not depend static stability assumptions.
Furthermore, as it can be seen from Fig. 6a the system
cannot follow its current reference as this together with the
network parameters and fault voltage level does not result
in the existence of a stable operating point. Therefore, the
injected currents will automatically relocate themselves in
order to satisfy the network conditions. n
An attentive reader may observe that iq is positive in Fig. 6b,
which from the passive sign convention indicates that the
converter absorbs reactive power which should result in a
voltage collapse. However, as it can be seen, the voltage at
the WP connection point is actually supported during the fault.
This occurs as no limiters are used on the PLL, which during
the instability reaches a large negative frequency (usually not
allowed in real applications where the PLL frequency is tightly
limited). This means that the injected currents are actually neg-
ative sequence rather than positive sequence, where positive
reactive current will result in a voltage boost as noticed.
To that end, as the converter looses stability during the
fault, the converter currents can no longer be controlled to
its references, and follow values satisfying the networks KVL
equations. This obviously means that in such conditions the
assumption that ddt |ir| = 0 can no longer be guaranteed.
Therefore, to satisfy this assumption, it may be preferred for
the converter to be controlled in a stable manner initially when
the identification algorithm is run, where-after the converter
operating point can be altered. In this case, the converter
current magnitude can be tightly controlled. Nevertheless, as it
has been shown, accurate identification is possible even though
the assumption that ddt |ir| = 0 is not fully satisfied.
IV. EXPERIMENTAL RESULTS
To further validate the proposed rapid parameter identi-
fication method and reveal its sensitivity to measurement
errors and noise, the two simulation cases presented in Fig. 6
are experimentally tested in a laboratory setup. A detailed
description of the experimental setup is given in [6] and the
circuit and controller parameters are listed in Table. I. The
experimental results are shown in Fig. 7a for active current
injection and in Fig. 7b for current injection based on grid code
requirements for dynamic voltage support. The relative errors
of the identification for active current injection are 8.00%
and 3.17% for the resistance and inductance, respectively.
Likewise, for the case in Fig. 7b, the identification resulted
in a relative error of −5.17% and 2.80% for the resistance
and inductance, respectively. For the identification in Fig. 7a,
the sampling interval was 10 ms and the first sample was taken
7 ms into the fault whereas for the identification in Fig. 7b, the
sampling interval was 15 ms and the first sample was taken
15 ms into the fault.
It should be mentioned, that the reference values for the
resistance and inductance is not fully known in the laboratory
as the values of the passive components are difficult to
precisely measure. The resistance is the largest source of error
as its value was changing with the operating conditions of the
converter. Notwithstanding these comments, the identification
algorithm appears to give reasonable accuracy, taking into
account real world conditions with parameter variations, noise
on measurements, control delays, sampling noise, switching
noise etc.. It was observed that the identification is rather
sensitive to the dynamics of the control PLL as well as
the location of the two samples used for the identification.
Further work needs to be done to explore algorithms sensitivity
issues with respect the PLL bandwidths, sampling times,
(a) Identification of grid impedance during active current injection. R̂ = 0.648Ω
and L̂ = 14.83mH.
(b) Identification of grid impedance during current injection based on grid code.
R̂ = 0.569Ω and L̂ = 14.70mH.
Fig. 7: Experimental verification of the detailed simulation results in Fig. 6. V̂G = 0.05 pu during the fault.
current references and the like. This work will inform what
improvements can be made to enhance the accuracy of this
method.
V. CONCLUSIONS
Under severe fault conditions the voltage at renewable en-
ergy connection points can become unstable. This is especially
the case if the connection point control is injecting reactive
current, as dictated by most grid codes. It is known that
with knowledge of the grid fault impedance it is possible, via
control, to avert this instability and satisfy the grid codes.
The key result in this paper is the development of a new
rapid grid fault impedance identification algorithm, where the
grid fault itself is used as the excitation pulse for the imped-
ance identification. This algorithm eliminates the need for a
user induced test pulse. Simulation studies and experimental
results verify that the algorithm is able to accurately identify
the grid impedance during a fault. If the grid fault impedance
is known, then control strategies can be developed to prevent
renewable connection point instability.
Future work will consider the effects that the sampling
interval and PLL bandwidth has on the accuracy of the
algorithm.
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